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GOTEC Diaphragm liquid pumps – Operating Instructions 

 
1. Use and safety 

- Read this manual before operating the pump to avoid damage or injury. 
- The pumps are exclusively intended for transferring liquids  
- The pump may be operated only when fully assembled 
- Before using a medium, check the compatibility of the materials of the pump head, diaphragm and 

valves with the medium 
- The pumps may not be operated in an explosive atmosphere. 
- The pump may not be exposed to a positive pressure on the inlet side 
- Avoid contact with hazardous liquids without proper protective equipment 
- Ensure that only trained and instructed personnel work on the pumps. This applies in particular to 

installation, connection, and maintenance work. 

 

2. Pump Description and codification 

- Operating principle: The diaphragm is moved linearly by a drive system, sucking in and expelling the 
liquid. 

- Fluid connections: fittings for flexible tubing or specific connectors. 
- Pump Designation: 

 

 

 

Material of membrane, valves, and seals: 

Code Material 

E EPDM 

V Viton 

Other material on request 

 

Motor information: 

Code Motor voltage 

00 12 VDC Motor 

01 24 VDC Motor 

02 36 VDC Motor 
Other voltage on request 
DC brushless motor on request 
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3. Installation 

- Ensure sufficient airflow around the motor. 
- Use tubing suitable for the diameter of the connections. 
- Check all connections for leaks. 
- Respect the flow direction: IN (inlet) and OUT (outlet). 
- Observe the polarity indicated on the DC motor (red dot = + pin). 

 

4. Commissioning 

- Verify all connections. 
- Ensure liquid is available at the pump inlet. 
- Switch on the power supply. 
- Check for proper liquid flow. 

 

5. Troubleshooting 

Problem Possible Cause Solution 

Pump does not start No power supply Check voltage and wiring 

Low flow rate Obstructed pipe, worn diaphragm Clean or replace 

Fluid leakage Worn seals, improper assembly Inspect and replace seals 

Excessive noise Cavitation, air in system Purge the system and check the connections 

 

 

6. Technical Data  

- Depending on the model 

 
 

7. Disposal 

- Comply with local regulations for the disposal of electronic equipment and contaminated parts. 
 
 

8. Manufacturer Contact 

 

Gotec SA 
Website: www.gotec.ch 
Email: info@gotec.ch 

 


