
EE300 & EE400NEO

WIRING DIAGRAM

Depending on the brand of your mini-split, this 

connection may differ. For detailed information 

about the terminal block and for VRF systems, we 

recommend that you strictly follow the mini-split 

manufacturer’s instructions.

We also recommend a separate power supply, in 

case of damage due to bad connection or 

troubleshooting of the pumps. The manufacturer 

of your air conditioner may refuse you the 

warranty.
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EE400NEO EE300

Alarm switch 

(potential free)

max. 230V, 8A (NC/NO) ohmic load, 

NC =red, NO = black, COM = white

max. 230V, 3A (NO/NC) ohmic load, 

NC = red, NO = black, COM = white


